
Air-conditioning Audit / Installation Requirements for TEBA
Audits.

If an Access Seeker is required to conduct an air-conditioning audit in accordance with its agreement for TEBA, the Access Seeker must at a minimum comply with the following criteria and requirements:
The audit will require an assessment in the equipment building to determine the cooling & ventilation requirements to TEBA equipment being installed in the nominated Floor, Suite and Rack location.

Access Seekers are required to submit a detailed audit report outlining e.g. the existing plant capacity, known loads, building fabric calculations or new system capacity requirements (cooling & heat dissipation) and how the proposed  works are to be undertaken or proposing a number of options with recommendations from a certified Mechanical Engineering Consultant.

Audit Criteria

	· EXISTING SYSTEM CAPACITY & CONFIGURATION

[       ] 

	· EXISTING AIR DISTRIBUTION (SUPPLY & EXTRACTION)
[       ]

	· EXISTING MECHANICAL SERVICES DESIGN


[       ]

	· DESIGN CRITERIA





[       ]

	· EXISTING SITE SERVICES




[       ]

	· MECHANICAL SERVICES




[       ]

	· DC LOAD / AC LOAD (FOR AC RACKS IF APPLICABLE)
[       ]

	· LOAD FROM NEW EQUIPMENT



[       ]

	· AIR CONDITIONING RECOMMENDATIONS


[       ]

	· PHOTOGRAPHS





[       ]

	· DETAILED DRAWING’S OF NEW EQUIPMENT LOCATION
[       ]

             SHOWING DUCTING AND AIRCON EQUIPMENT 

             INCLUDING  NEW PROPOSED EQUIPMENT

                                                                  Additional Criteria



All work is to comply with Telstra Air Conditioning Services Policy document 007 338 C3-3 and Air Conditioning in TEBA Areas Policy Document 007 338 C3-7. Note: That Building Fabric Load nominal figures are to be confirmed with the Equipment Building Facilities Manager prior to finalising a recommendation.

Access seekers are required to include maintenance requirements and the frequency of maintenance inspections (a minimum of 4 inspections per year) for HVAC equipment in their audit. The Access Seeker or their contractor is responsible for all maintenance and inspections for the period of the Defects Liability Period (12 months from the date of the joint completion inspection).
To ensure that both Telstra and Access Seekers have an agreed recommendation to the Air-conditioning build submitted as part of their D&CP, Access Seekers are to submit the results of their Air-conditioning audit to Telstra for evaluation, prior to completing their D&CP. With the approval of the Design documentation, plus WIN’s, MOP’s and JSA's the Access Seeker can proceed with the "Works".

Installation.

The following minimum requirements are required for any air conditioning additions or alterations by Access Seekers at any Telstra Network Site:

· The air flow recording of each & every supply and return air vent / diffusion applicable to that particularly zone run or the entire Air Conditioning system, be numbered, recorded and identified on as built mechanical (HVAC) drawing/s.

· The new design air flow must be nominated and provided for each new air diffusion installed and included on applicable drawings.

· The existing HVAC system (either Refrigerated or Chilled Water) must be assessed to determine whether it can handle the additional specified design airflow.

· In the event that the existing system cannot supply the required air flow, the Access Seeker is required to replace either or both pulleys/belts and/or supply air fan motors (and associated switchgear). In the event existing HVAC systems cannot be further increased, supplementary Air Conditioning may be necessary, unless the existing system is upgraded to an increased capacity.

· Once the above is determined and on completion of new air diffusion all existing supply air vents are to be balance to their original pre-recorded values as per point 1 above, along with the design air flow to the new installed air diffusion.

· Recommissioning data sheets to be provided on handover to validate above results.
As well as the requirements listed above, the following information is to be displayed in a durable quality format and in a prominent location on any new fit outs, particularly on items of new Air Conditioning Equipment. 
· The principal installation Contractor with a 24hr contact name & number.
· The start and end dates of the Defects Liability Period (12 months from the date of the joint completion inspection).

· The servicing or repair contractor for that particular piece of new HVAC equipment with a 24hr contact name & number.
· Ongoing maintenance requirements and the frequency of maintenance inspections of HVAC equipment will be carried out by Telstra once the 12 month Defects Liability Period has expired. 
Post Build Requirements

The Access Seeker has a requirement to:

· Notify the Equipment Building Facilities Manager when works are complete.

· Provide the Equipment Building Facilities Manager with any Commissioning documentation, i.e. air balance data etc. prior to hand over & inspection of works.

· Submit amended copies of applicable drawings and data to the TDC via WAMS.
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	NAME
	TITLE
	PHONE
	FAX
	MOBILE
	EMAIL
	LOCATION

	QLD/NT
	Woolloongabba Exchange
	07 3249 3600
	07 3392 1766
	 
	 
	 

	Street: 1/820 Main Street Woolloongabba, QLD 4102
	 
	 
	 
	 
	 
	 

	Postal Address: Locked Bag 1000, Cooparoo DC, QLD 4151
	 
	 
	 
	 
	 
	 

	Kevin GREY
	Area Manager      Southern QLD
	07 3249 3602
	07 3392 1766
	0408 452 785
	Kevin.Grey@team.telstra.com
	Woolloongabba

	John CARROLL
	Area Manager      Central QLD & NT
	07 3249 3614
	07 3392 1766
	0448 646 863
	John.Carroll@team.telstra.com
	Woolloongabba

	Bill REYNOLDS
	Area Manager      Northern QLD & NT
	07 4031 3593
	07 4031 3801
	0448 645 067
	Bill.Reynolds@team.telstra.com
	Cairns

	 
	 
	 
	 
	 
	 
	 

	NSW
	Edgecliff Exchange
	02 9327 3399
	02 9327 3123
	 
	 
	 

	Street: 369 Edgecliff Road, Edgecliff, NSW 2027 
	 
	 
	 
	 
	 
	 

	Postal Address: Locked Bag 369, Edgecliff, NSW 2027
	 
	 
	 
	 
	 
	 

	Kazi Mamun
	Area Manager      Northern NSW
	02 9302 8505
	02 9327 3123
	0408 028 263
	Kazi.Mamun@team.telstra.com
	Edgecliff

	Hanifi AYAR
	Area Manager      North West NSW
	02 9302 8506
	02 9327 3123
	0419 413 626
	Hanifi.Ayar@team.telstra.com
	Edgecliff

	Merwyn D'SOUZA 
	Area Manager      North East NSW
	02 9302 8509
	02 9327 3123
	0400 951 690
	Merwyn.Dsouza@team.telstra.com
	Edgecliff

	Emile HALICAS
	Area Manager      South East NSW
	02 9211 3458
	02 9327 3123
	0400 325 664
	Emile.Halicas@team.telstra.com
	Edgecliff

	Ray ZIEBA
	Area Manager      South West NSW
	02 9302 8515
	02 9327 3123
	0419 469 335
	Ray.Zieba@team.telstra.com
	Edgecliff

	VIC/TAS
	Batman Exchange
	03 8626 4200
	03 8626 4215
	 
	 
	 

	Street: Level 6, 380 Flinders Lane, Melbourne, VIC 3000
	 
	 
	 
	 
	 
	 

	Postal Address: PO Box 559, Collins Street West, Melbourne, VIC 8006
	 
	 
	 
	 
	 
	 

	Jeff GOLLER
	Area Manager      Metro/Otways VIC
	03 8626 4203
	03 8626 4215
	0407 207 221
	Jeffrey.Goller@team.telstra.com
	Batman

	Seth CRESSWELL
	Area Manager      Metro South/Gippsland VIC
	03 8542 4877
	03 9562 9529
	0408 322 482
	Seth.Cresswell@team.telstra.com
	GOC

	Noel MANGAN-GEORGIOU
	Area Manager      Metro CBD VIC
	03 8626 4202
	03 8626 4215
	0400 510 888
	Noel.Mangan-Georgiou@team.telstra.com
	Batman

	Andew EGAN
	Area Manager      Metro West, Country VIC
	03 8626 4215
	03 8626 4217
	0400 609 233
	Andrew.Egan.1@team.telstra.com
	Batman

	John SOLIGO
	Area Manager      Metro East, Country VIC
	03 8626 4207
	03 8626 4215
	0419 313 220
	John.Soligo@team.telstra.com
	Batman

	Greg MCQUADE
	Area Manager      Tasmania
	03 6223 8372
	03 6224 4946
	0407 881 582
	Greg.McQuade@team.telstra.com
	Hobart

	SOUTH AUSTRALIA
	Flinders Exchange
	08 8228 3700
	08 8374 3642
	 
	 
	 

	Street: 115 Flinders Street, Adelaide 5000
	 
	 
	 
	 
	 
	 

	Postal Address: Locked Bag 406, Adelaide, SA 5001
	 
	 
	 
	 
	 
	 

	Marty FORGAN
	Area Manager       SA Central
	08 8228 3701
	08 8374 3642
	0409 566 902
	Marty.R.Forgan@team.telstra.com
	Flinders

	Wayne VILANOVA
	Area Manager       Strategics and inner Metro
	08 8228 3704
	08 8374 3642
	0418 846 205
	Wayne.S.Vilanova@team.telstra.com
	Flinders

	Peter YANDELL
	Area Manager       Metro North and West
	08 8228 3712
	08 8374 3642
	0430 433 005
	Pete.Yandell@team.telstra.com
	Flinders

	Keith WILLIAMS
	Area Manager       Metro South and East
	08 8228 3706
	08 8374 3642
	0418 698 689
	Keith.R.Williams@team.telstra.com
	Flinders

	WESTERN AUSTRALIA
	Yokine
	08 9440 8100
	08 9440 4918
	 
	 
	 

	Street: 1 Osborne Road, Dianella, WA 6059
	 
	 
	 
	 
	 
	 

	Postal Address: PO Box 282 Tuart Hill, WA 6939
	 
	 
	 
	 
	 
	 

	Pierre CASSIAN
	Area Manager        South Coastal
	08 9440 8106
	08 9440 4918
	0419 400 110
	Pierre.Cassian@team.telstra.com
	Yokine

	Scott MORRISON
	Area Manager        Metro/Central/South
	08 9440 8114
	08 9440 4918
	0417 908 595
	Scott.Morrison@team.telstra.com
	Yokine

	Greg PRIEST
	Area Manager        Northern/Interior
	08 9440 8101
	08 9440 4918
	0427 012 278
	Greg.Priest@team.telstra.com
	Yokine

	John WARNER
	Area Manager        Northern WA
	08 9440 8110
	08 9440 4918
	0427 012 192
	John.Warner@team.telstra.com
	Yokine

	 
	 
	 
	 
	 
	 
	 


